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POTABLE WATER PLAN
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DUCT CONSTRUCTION DETAIL

SCALE: N.T.S.
ELECTRICAL CONNECTION DETAIL
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CLOSET 141

POWER RISER DIAGRAM

EXTERIORCLOSET 137COOR. 118COOR. 126

COOR. 207MECH. EQUIP. WELL

ELECTRICAL RISER NOTES:

FIRST FLOOR

SECOND FLOOR

SCALE: N.T.S.
ELECTRICAL CONNECTION DETAIL
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